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Taken from 

 

Alberta Building Code 
2006 
 

Division C 
 
Part 2  Administrative Provisions 
 

Section 2.2. Administration 
 
Subsection 2.2.9. Permit 
Artiticle 2.2.9.1.  General 
 1) A permit is required for the construction, alteration, installation, repair, relocation, demolition, or change in 
occupancy of any work to which this Code applies in accordance with regulations made pursuant to the Safety Codes Act. 
 2) In addition to a permit that is required by Sentence (1), other permits may be required for the installation of related 
building services. 
 3) An owner shall ensure that all permits required in connection with proposed work are obtained before starting the 
work to which they relate. 
 
Article 2.2.9.9.  Responsibility of Compliance 
 1)  Neither the issuance of a permit, nor inspections made by the authority having jurisdiction, shall in any way relieve 
the owner of a building from full responsibility for carrying out the construction or having the construction carried out in accordance 
with the requirements of the Safety Codes Act and regulations made pursuant to that Act, this Code, of the permit, including 
compliance with any special conditions required by the authority having jurisdiction. 
 2) The owner shall ensure that all activities that take place on the site meet the requirements of the Code. 
 3)  The constructor shall ensure that 
 a)  precautions are taken to safeguard the public and protect adjacent properties, 
 b) the methods used in demolition or erection are safe, and 
 c) the material and equipment used on site meet the requirements of this Code. 
 4) Every vendor or supplier of materials and things used in the construction of a building shall ensure that the 
materials and equipment he advertises, displays, sells, leases or otherwise disposes of meet the requirements of this Code. 
 5)  The designer shall ensure that the plans and specifications comply with the requirements of this Code. 



 
 
Taken from 

 

Alberta Building Code 
2006 

 
Division B 
 
Part 6  Heating, Ventilating and Air-Conditioning 
 

Section 6.2. Design and Installation 
 
Subsection 6.2.1.1. Good Engineering Practice 
 (See Appendix A.) 
 
 1) Heating, ventilating and air-conditioning systems, including mechanical refrigeration equipment, shall be designed, 
constructed and installed to conform to good engineering practice such as described in, but not limited to, 
 a) the ASHRAE Handbooks and Standards, 
 b) the HRAI Digest, 
 c) the Hydronics Institute Manuals, 
 d) the NFPA standards, 
 e) the SMACNA Manuals, 

f) the Industrial Ventilation Manual published by the American Conference of Governmental Industrial Hygienists, and 
g) CAN/CSA-B214, “Installation Code for Hydronic Heating Systems,” and 
h)CAN/CSA-Z317.2 “Special Requirements for HVAC Systems in Health Care Facilities.” 

 
Subsection 6.2.1.13.  Indoor Design Parameters 
 
 1) Except as required by Sentence (2), all buildings shall be equipped with heating facilities capable of 
maintaining the designed indoor air temperature commensurate with the use of the building a the outside winter design 
temperature. 
 2) Except as permitted by Sentence (3), heating facilities capable of maintaining an indoor air temperature of 
22°C at the outside design temperature shall be pro vided 

 
 



 
 
Taken from 

 

Alberta Building Code 
2006 

 
 

Division B 
 
Part 9  Housing and Small Buildings 
 
Section 9.33. Heating and Air-conditioning 
 
Article 9.33.3.1. Indoor Design Temperatures 
 1) At the outside winter design temperature, requi red heating facilities shall be capable of maintain ing 
an indoor air temperature of not less than 
 a) 22°C in all living spaces, 
 b) 18°C in unfinished  basements , and 
 c) 15°C in heated crawl spaces. 
 
Article 9.33.5.2. Appliance Installation Standards 
 
 1) Except as provided in Articles 9.33.5.3. and 9.33.5.4., the installation of heating and air-conditioning 
equipment, including mechanical refrigeration equipment, and including provisions for mounting, clearances and air 
supply, shall conform to 
  a) boiler and pressure vessel regulations made pursuant to the Safety Codes Act, 
  b) CSA B52, “Mechanical Refrigeration Code”, 
  c) CAN/CSA-B139, “Installation Code for Oil-Burning Equipment”, 
  d) gas regulations made pursuant to the Safety Codes Act, 
  e) electrical regulations made pursuant to the Safety Codes Act, 
  f) CAN/CSA-C448 Series, “Design and Installation of Earth Energy Systems,” 
  g) CSA Z240.5. “Oil Requirements for Mobile Housing and Recreational Vehicles.” 
 (See also Sentence 9.33.5.3.(1).) 
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